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KEY 
 

M= MODEL NUMBER  
 

S= SERIAL NUMBER  
 

F= FILTER  
 

---- = SEPARATES DIFFERENT MODEL S, FOR UNITS MADE BY THE SAME 

MAKER  
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Price Breakdown:  
 

Crenshaw Blvd=        $?86.45 

 

Sepulveda Blvd=        $?74.72 

 

Nordoff St=         $?,289.09 

 

Tampa Ave=         $?58.18 

 

E. Palmdale Blvd=        $?91.00 

 

W. Palmdale Blvd=        $?51.00 

 

Rancho Vista Blvd=        $?60.26 

 

N. Fair Oaks Blvd=        $?40.12 

 

Rinaldi St=         $?50.10 

 

L.A. Ave=         $?13.72 

 

Tapo St=         $?,101.68 

 

Simi Town Center Way=       $?97.68  

                                                                                                                                   ---------------- 

Total for all properties=       $?,814.00 
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Unit and Filter Summary for all Property Locations  
 
Total Number of Properties=        12 
 

Total Number of Units=         383 
 

Total Number of Filters=         858 
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Unit and Filter Breakdowns by Building Location  
 

Crenshaw Blvd. Inglewood, CA  
 TOTAL UNITS=          36 

 TOTAL FILTERS=          62 

- 20X20X2=        4 

- 16X25X1=        2 

- 20X25X2=        8 

- 16X25X2=        4 

- 18X25X1=        1 

- 20X25X1=        2 

- 20X20X1=        16 

- 16X20X1=        3 

- 16X20X2=        3 

- 14X30X1=        4 

- 20X24X1=        3 

- Ezkleen Metal Filters=       1 

- Miscellaneous=        2  

 

S. Sepulveda Blvd. Los Angeles, CA 

 TOTAL UNITS=          14 

 TOTAL FILTERS=          50 

- 16x20x2=         12 

- 16x25x2=         4 

- 24x24x2=         2 

- 16x25x1=         2 

- 20x20x2=         12 

- 20x25x2=         16 

- Miscellaneous=        2 

 

Tampa - Nordoff St. Northridge, CA 

 TOTAL UNITS=          48 

 TOTAL FILTERS=          217 

- 16X25X2=        52 

- 16X20X2=        12 

- 20X20X2=        74 

- 18X24X2=        4 

- 24X24X2=        24 

- 16X16X2=        8 

- 20X25X2=        41 

- 20X30X2=        2 
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Tampa Ave. Northridge, CA 

 TOTAL UNITS=          31 

 TOTAL FILTERS=          90 

- 17 7/8X17 7/8X2=       12 

- 20X20X1=        4 

- 16X25X1=        5 

- 16X20X2=        15 

- 16X25X2=        14 

- 20X20X2=        24 

- 16X16X2=        16 

 

 E. Palmdale Blvd. Palmdale, CA 
TOTAL UNITS=          54 

TOTAL FILTERS=          54 

- No Outdoor Air Filters  

 

W. Palmdale Blvd. Palmdale, CA 
 TOTAL UNITS=          34 

 TOTAL FILTERS=          34 

- No outside air filters  

 

Rancho Vista Blvd. Palmdale, CA 
 TOTAL UNITS=          42 

 TOTAL FILTERS=          91 

- 16X25X2=        62 

- 20X25X1=        2 

- 16X16X2=        21 

- 25X25X1=        1 

- 24X24X1=        1 

- 20X20X2=        4 

 

N. Fair Oaks Ave. Pasadena, CA 

 TOTAL UNITS=          15 

 TOTAL FILTERS=          16 

- 20X25X1=        3 

- 19 5/8 X24 5/8 X 7/8=       1 

- 15X30X1=        2 

- Ezkleen=         2 

- Miscellaneous=        8 
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Rinaldi St. Porter Ranch, CA 
 TOTAL UNITS=          29 

 TOTAL FILTERS=          55 

- 24X17 1/2X1=        1 

- 20X25X1=        4 

- 20X30X1=        2 

- 16X20X1=        4 

- 20X25X2=        7 

- 25X16X2=        6 

- 16X25X2=        14 

- 25X25X1=        1 

- 17 7/8X 17 7/8X2=       6 

- 20X20X1=        1 

- 20X24X1=        1 

- Miscellaneous=        8 

 

L.A. Ave. Simi Valley, CA 
 TOTAL UNITS=          6  

 TOTAL FILTERS=          11 

- 20X24X2=        4 

- 20X25X2=        2 

- 20X25X1=        2 

- Ezkleen=         2 

- Miscellaneous=        1 

 

Tapo Street. Simi Valley, CA  
 TOTAL UNITS=          58 

 TOTAL FILTERS=          118 

- 16X20X2=        15 

- 16X25X2=        37 

- 20X20X2=        13 

- 16X25X2=        11 

- 18X25X1=        10 

- 20X20X1=        5 

- 20X24X1=        8 

- 16X14X1=        2 

- 18X18X2=        6 

- 20X25X2=        1 

- 20X25X1=        4 

- Miscellaneous=        6 

 

Simi Town Center Way. Simi Valley, CA 
 TOTAL UNITS=           16 

 TOTAL FILTERS=          60 

- 20X25X2=        4 
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- 16X25X2=        28 

- 16X16X2=        28 
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Extensive Property Summary  
 

Crenshaw Blvd. Inglewood, CA  
 

Unit make, model, serial and filter size information: 

 

York   

 M= DG1NH060N062525C        1 

 S= (s) NOV6897375 

 F= 2-Ezkleen Metal Filters in unit  

Goodman 

 M= GPH1360H21AB        2 

 S= 0606783284  

 F= 1-16X25X1 in duct-collapsed inside and old 

S= 0606783286 
 

Carrier  

 M= 50YH036300         1 

 S= K880407 

 F= in duct-collapsed inside and old 
 

Goodman 

 M= PHK048-1         1 

 S= Q310813681 

F= ? 
 

International Comfort  Products 

 M= PHD336000K0C0C1        3 

 S= C0939228867 

 F= Homemade filter, unknown size 

 S= C093115626 

 S= C093519729 
 

Gaffers & Sattler- old unit  

 M&S not visible         1 

 F= missing in-duct filter  
 

Trane 

 M= YCH180B3L0EA        2 

 S= P38100753D 

 F= 2-20X20X2, 4-20X25X2 old and new 4-20-10 

 S= P37104527D 
 

Rheem 

 M&S not visible         2 
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 M&S not visible 

 F= 2-16X25X1  should be x 2, and dirty 
 

Day & Night  

 M&S not visible         1 

 F= induct, but not there 
 

Trane 

 M= WCC04BF100BB        1 

 S= H34152160 

 F= 1-18X25X1 
 

Bryant  

 M= 604ANX060000AA        1 

 S= 07080G11976 

 F= no visible filter in duct or unit  
 

Trane 

 M= WCC060F300BG        1 

 S= 2082Y0W2H 

 F= 2-20X25X1 
 

Carrier  

 M= 485DN060090301        2 

 S= 2906G12212 

 F= 1-20X20X1 in duct, too big 

 S= 240GG11998 
 

Goodman 

 M= GPHBB6H21AC         2 

 S= 0707432219 

 F= 1-16X20X1 doesnôt fit correctly 

 S= 0707432642 
 

Nordyne 

 M= 0GQ3RD-048K         1 

 S= GQF070103250 

F= 1-16X20X1 too big, doesnôt fit 
 

York  

 M= BHA060A06B         1 

 S= (s) NCNM031581 

 F= 2-16X20X2 doesnôt fit, shoved in 

 ---- 

 M= B2HP060A06A         1 

 S= (s) N0B6986555 

Filter needs to be replaced 
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 F= 1-16X20X2 
 

 

Goodman 

 M= PAK060-3F         2 

 S= 0504725633 

 F= 1-14X30X1 good shape, in duct 

 S= 0504725626 
 

D & N  

 M&S not visible         2 

 F= in duct, but missing 

 M&S not visible 

 F= 1-14X30X1 good shape 

 1-Carrier Heat Pump 
 

York  

 M= D1NA060N06525C        3 

 S= NFGM075896 

 F= 1-20X24X1 

 S= NHGM102297 

 S= NGGM091058 
 

Carrier  

 M= 48GSN060090301        2 

 S= 1001G14666 

 F= is in unit, wrong size 

 S= 1101610041 
 

Goodman 

 M= PH060-1C         1 

 S= 9704015706 

 F= not visible 
 

1-unit with  no markings 

 M&S not visible         1 

 F= 2-20X20X1 too small and old 
 

1-unit with no markings  

 M&S not visible         1 

 F= 12-20X20X1 seems like itôs too small 
 

TOTAL UNITS=           36 
 

NOTES:  

- Tenants that were crossed out on the master list were excluded 
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 S. Sepulveda Blvd. Los Angeles, CA 
 

Unit make, model, serial and filter size information: 
 
Carrier  

 M= 48HJD008---541ð        3 

 S= 0603G50441 

 F= 4- 16X20X2 Serviced on 3/1/2010, but filter is dirty. 

 S= 0603G50436 

 S= 1303G30501  

 ---- 

 M= 48HJL005---551ð        1 

 S= 2403G20254 

 F= 2- 16X25X2 Serviced 3/1/2010, but filter is dirty. 

 ---- 

 M= 48LH006500         2 

 S= 3585G60207 

 F= No filter- Unit is old, disconnect is on, but unit wasnôt running. 

 S= 3585G60240 

 F= 24X24X2 Filter is old, deteriorating, and clogged. Old unit. 

 ---- 

 M= 48TJD006---501GA        1 

 S= 0997G20824 

 F= 2- 16X25X1 Relatively new, but clogged and dirty.  

 ---- 

 M= 50JS-030---301         1 

 S= 0402G40826 

 F= In tenantôs space. 

 ---- 

 M= 50TFQ006-A-511ð        1 

 S= 0502G50094  

 F= 2- 16X25X2  
 

Trane 

 M= YCD181C3LOBB        2 

 S= Z45100342D 

 F= 4- 20X20X2 & 4- 20X25X2 All filters are missing and coil is filthy. 

 S= Z45100348D Also missing filters.  

 ---- 

 M= YCD151C3LOAA        2 

 S= Z45100327D 

 F= 2- 20X20X2 & 4- 20X25X2 No filters and coil is dirty.  

 S= Z45100378D Also missing filters. 
 

Climatrol  
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 M= 935-1-503A         1 

 S= 2798 

 F= In tenant space.  
 

TOTAL UNITS=           14 
 

NOTES: 

- Kohlôs, CVS and TJ Max were excluded. 

- Building manager says DW Books has their own internal system, thus excluded. 

 

 

  

 

 

 

   

 

 

 

 

 

 

 

                   Tampa -  Nordoff St. Northridge, CA  
 

               Unit make, model, serial and filter size information: 
 
 

 

 

Carrier  

 M= 48HJD005---531         1 

 S= 1695G20475 

 F= 2- 16X25X2 

 ---- 

 M= 48HJD008---541         2 

 S= 2308G21398 

 F= 4- 16X20X2 

 S= 2708G20764 

 ---- 

 M= 48HJL005---551         2 

 S= 2408G10640 

 F= 2- 16X25X2 

 S= 2408G10637 
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 ---- 

 M= 48HJMOO4---541        1 

 S= 3608G30456 

 F= 2- 16X25X2 

 ---- 

 M= 48HJD008---531         1 

 S= 3995G30541 ïleaking condensate line. 

 F= 4- 16X20X2  

 ---- 

 M= 48HJD012---571         6 

 S= 2808G21166 

 F= 4- 20X20X2 

 S= 2808G21148 

 S= 0408G30696 

 S= 2308G41803 

 S= 0408G30695 

 S= 2808G21168 

 ---- 

 M= 48HJD012---531AA        2 

 S= 4195G30575 

 F= 4- 20X20X2 

 S= 4195G30574  

BDP Company 

 M= 580CPV120180         1 

 S= 2592G31360 

 F= 4- 20X20X2 
 

Lennox  

 M= LGAO90H2BM3G         1 

 S= 5608E00567 

 F= 4- 18X24X2 Serviced 6/25/2010  

 ---- 

 M=LGC156H2B52G         2 

 S= 5608E00467 

 F= 6- 24X24X2  

 S= M&S are not legible. 

 ---- 

 M= LGC180H2BS2G        2 

 S= 5608E00293 

 F= 6- 24X24X2  

 S= 5608E00292 
 

Carrier  

 M= 48HJE007-M-651        2 

 S= 3908G50357 

 F= 4- 16X16X2 

Leaking condensate line 
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 S= 3307G30418   

 ---- 

 M= 48HJL006-M-641        1 

 S= 3908G40277 

 F= 2- 16X25X2  

 ---- 

 M= 48HJD009---651         1 

 S=1109G50597 

 F= 4- 20X20X2 

 ---- 

 M=48HJD012---681ð        1 

 S= 1209G10908 

 F= 4- 20X20X2 

 ---- 

 M= 48HGD024Að611AE        3 

 S= 4408G40061  

 F= 9- 16X25X2 

 S= 4408G50099 

 S= 4408G40060 

 ---- 

 M= 48HJD014---661         1 

 S= 2408G30935 

 F= 4- 20X20X2 

 ---- 

 M= 48HGD016Að611AE         1 

 S= 4908G20072 

 F= 9- 16X25X2 

 ---- 

 M= 48HJL005---651         1 

 S= 4806G30327 

 F= 2- 16X25X2  

 ---- 

 M= 48HJD012-M-671        1 

 S= 3908G11646 

 F= 4- 20X20X2 

 ---- 

 M= 48HJL006---641          1 

 S= 1409G30145 

 F= 2- 16X25X2 
 

Trane 

 M= YHCO63A4RMA19DOBOA2A20303      1 

 S= 745102253L 

 F= 2- 16X25X2  

 ---- 

 M=YCD181C4LACA         2 
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 S= 746100910D 

 F= 4- 20X20X2 & 4- 20X25X2 

 S= 746100854D  

 ---- 

 M= YCD151C4LABB        7 

 S= 746100935D 

 F= 2- 20X20X2 & 4- 20X25X2 

 S= 746100951D 

 S= 746100945D  

 S= 746100901D 

 S= 746100838D 

 S= 746100957D 

 S= 746100960D 

 ---- 

 M= 2YCC3024A1040AA        1 

 S= 7424WG39H 

 F= 1- 20X25X2 

 ---- 

 M= YHCO43A4RMA1ADOBOA2A20303      2 

 S= 745102071L 

 F= 2- 20X25X2  

 S= 745102067L  

 ---- 

 M= YHCO63A4RMA19DOBOA2A20303      1 

 S= 745102257L 

 F= 2- 20X30X2  
 

TOTAL UNITS=           48 
 

NOTES:  
- Rooftop units appear to be taken good care of. 
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Tampa Ave. Northridge, CA 
 

Unit make, model, serial and filter size information: 
 
Rheem 

 M= RKMB -A090CM15E        2 

 S= 2F6538ADAAF380707618 

 F= 6- 17 7/8 X17 7/8 X2 

 S= 2F6538ADAAFO70806982 
 

Tempstar 

 M= PHD348000H000C1        1 

 S= CO94125148 

 F= 1- 20X20X1 In the duct, but no filter in it and not in unit. 
 

Carrier  

 M= 48SS-042060521AA        1 

 S= 3595G80848 

 F= 2- 16X25X1 in duct. 

 ---- 

 M= 48SS-042060531AA        2 

 S= 3695G80411 

 S= 3595G80837 

 F= 1- 16X20X2 In duct. Filter is old and clogged.  

 ---- 

 M= 48SS-060080511AA        1 

 S= 3395G80222 

 F= 1- 16X20X2 and in duct. 

 ---- 

 M= 48TJDOO7---501        1 

 S= 2695G20584 

 F= 2- 16X25X2 Filter is old and clogged. Serviced 8/18/04 

 ---- 

 M= 48HJD008Nð541-B        3 

 S= 0709G50489 

 F= 4- 16X20X2 Cheap filters, but in good shape. 

 S= 0709G50488 

 S= 0709G50487 

 ---- 

 M= 48HJD012Nð571-B        6 

 S= 0709GH0511  

 S= 0709GH0509 

 S= 0709GH0512 

 S= 0709GH0508 

 S= 0709GH0513 
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 S= 0709GH0510 

 F= 4- 20X20X2 

 ---- 

 M= 48HJD005N---551-B         2 

 S= 0609G10443 

 S= 0609G10444 

 F= 2- 16X25X2 

 ---- 

 M=48HJD006Nð541-B        2 

 S= 0609G10452 

 S= 0609G10453 

 F= 2- 16X25X2   

 ---- 

 M= 48HJD067Nð551-B         4 

 S= 0609G20395 

 S= 0609G20396  

 S= 0609G20397 

 S= 0609G20394 

 F= 4- 16X16X2  

 ---- 

 M= 48HJE004Nð541-B         1 

 S= 0609G10438 

 F= 2- 16X25X2  
 

Bryant   

 M= 580FPV060090NAGA        1 

 S= 0401G20549   

 F= 2- 16X25X2 in unit. 
 

Trane 

 M= YCH090C3L0BD        1 

 S= K43102417D 

 F= 3- 16X25X1  
 

 

High Efficiency- Day & Night/ GE? 

 M&S are illegible.          3 

 F= 1- 20X20X1 and all are old 
 

TOTAL UNITS=           31 
 

 

 

NOTES: 

- 1 nonoperational Rheem unit on west side of roof.  

Filter is missing 
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- Some disconnect boxes say, ñNo power as of 3-9-2010ò but units appear to be fully 

operational.  

 

 

 

 

 

 

 

 

 

 

 

 

E. Palmdale Blvd. Palmdale, CA 
 

Unit make, model, serial and filter size information: 
 

International Comfort Products  

 M= PGN360090H00A1        4 

 S= G082621472 

 S= G082621470 

S= G083311231 

S= G082621457 

F= No outside air filters 
 

Payne  

 M&S not visible         5 
 

Carrie r  

 M= 48KLA048---521CE        1 

 S= 1686054748 

 ---- 

 M= 48KLA130---321BE        1 

 S= 1486C40326 

 ---- 

 M= 48KLA130---321BE        1 

 S= 1486C40329 

 ---- 

 M=48KLA130---321BE        1 

 S= 1486640327 

 ---- 

 M= 48KLA160----321BE        1 

 S= 1386C24946 
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 ---- 

 M= 48KLA148---521CE        1 

 S= 1686C54747 
 

1773  

 M&S not visible         10 
 

Lennox 

 M= GCS24-1353-270-14        1  

 S= 5695G03082 

 ---- 

 M= GCS24-1353-270-18        1 

 S= 5695G03077 

 ---- 

 M=GCS24-1353-270-14        1 

 S= 5695G03078 

 ---- 

 M= GCS24-1353-271-14        1 

 S=5695G03079 

 ---- 

 M= GCS24-1353-270-14        1 

 S= 5695G03081 

 ---- 

 M= GCS16-413-75-64        1 

 S= 5694L04980 
 

York  

 M= 2DM06DN065250        1 

 S= NON4293328 

 F= no filter at unit --1-outside air filter  

 1--exhaust fan 
 

Carrier  

 M= 48KLA048---521CE        1 

 S= 1686C54758 

 F= no outside air filter 

 1ðexhaust fan 

 3ðswamp coolersðno water in front cooler 

 ---- 

 M= 48KLA036---521CE        1 

 S= 3186C88362 

 F= no outside air filter 

 ---- 

 M= 48KLA130---321BE        1 

 S= 1486C40213 

 F= no outside air filter 
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 ---- 

 M= 48KLA130---321BE        1 

 S= 1486C40212 

 F= no outside air filter 

 ---- 

 M= 48KLA036---521CE        1 

 S= 3886C25818 

 F= no outside air filter 
 

York  

 M= DNA060N06506NXD        1 

 S= NOG5455718 

 F= no outside air filter 

 2ðexhaust fans 

 1ð1-swamp cooler 
 

 

D&N  

 M=PGD360090K001C1        1 

 S= C093922618 

 ---- 

 M= PGD360090K001C1        1 

 S= C093922612 
 

Carrier  

 M= 48GSN060090501        1 

 S= 1202G50879 

 ---- 

 M= 48KLA160---321BE        1 

 S= 2886C59429 

 F= no outside air filter  

 ---- 

 M= 48KLA036---521CE        1 

 S= 3186C88368 

 2ðswamp coolers 
 

Payne  

M&S not visible         1 

F= no outside air filter 

---- 

 M= 584APW60080         1 

 S= not visible 

 ---- 

 M= 584A9060806         1 

 S= 0890C47496 

 F= no outside air filter 
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1753  

 M&S not visible         6 
 

  

TOTAL UNITS=           54 
 

NOTES:  

- Not able to access La Petite. Assuming two units on roof. 

- Tenants that were crossed out on the master list were excluded.  
 

 

 

W. Palmdale Blvd. Palmdale, CA 
 

Unit make, model, serial and filter size information:  
 

Heil-Quaker Corporation  

 M= NRGE36SAKO2                                                                        14 

 M= NRGE42LAKO2                                                       2 

 M= NRGE36SAKO1                   5 

 M= NRGE42LAKO1                   1 

 S= All serial numbers were removed and not visible. 
 

Goodman Manufacturing Company 

 M= GPG1342070        1 

 S= 05007695986 

 M= PGJ03?050-1        1 

 S= 0106606351 

 M= GPG13360701AB       1 

 S=0705217605 
 

York  

 M=D4NZO6ONO6506NXA       1 

 S= (S) NOM9337476 
 

Heil Company 

 M & S not visible on any of the four units.     4 
 

Amana  

 M= PGB36C0702E        1 

 S= 0010147741  
 

Allied  
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 M=TGA060S2B51P        3  

 S= 5608A13151  

 S=5608DO6479 

 S= 5608C17644 
 

TOTAL UNITS=          34 
 

NOTES: 
 

- No outside air filters on any of the aforementioned units. 

- Address 801, 3 nonoperational Heil units on roof. Unnecessary weight. 

- Sizzler was excluded. 

 

 

Rancho Vista Blvd. Palmdale, CA 
 

Unit make, model, serial and filter size information: 
 

Payne  

 M&S Are faded and is not legible as a result.      9 

 F= 2-16X25X2 good shape 
 

York  

 M= D1MA060N06525C        1 

 S= (s) NFLM056290 

 F= 2-20X25X1 no filter in unit 
 

Carrier  

 M= 48TMD008-A-501        1 

 S= 2307G40732 

 F= 2-16X25X2 

      2-16X16X2 dirty---serviced 4-20-09 
 

Payne  

 M&S not visible         8 
 

International Comfort Products  

 M= PGF048H080A         1 

 S= L002520836 

 F= 1-25X25X1 dirty---serviced 4-20-09 

 ---- 

 M= P6GF036H080A         1 

 S= L002270682 

 F= 1-24X24X1  
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Payne  

 M&S not visible         6 

 ---- 

 M= 380CPV036074         1 

 S= 3491G20727 

 F= old & dirty ---serviced 4-20-09 
 

Carrier  

 M= 48HJL005---551         4 

 S= 2506G20423 

 F= 2-16X25X2 dirty---serviced 4-29-09 

 S= 2506G20424 

 S= 2506G20416 

 S= 2506G26420 

 ---- 

 M= 48HJD007---551         3 

 S= 1406G40331 

 F= 1-16X16X2 serviced 4-29-09 

 S= 2006G36385 

 S= 2106G30384 

 ---- 

 M= 48HJM004---541         1 

 S= 2107G10449 

 F= 2-16X25X2 

 ---- 

 M= 48HJD008---541         1 

 S= 2306G20880 

 F= 4-16X16X2  

 ---- 

 M= 48HJL006---541         1 

 S= 3004G20344 

 F= 2-16X25X2 

 ---- 

 M= 48HJD007---551         3 

 S= 3004G30430 

 F= 4-16X16X2 decent shape 

 S= 3404G40378 

 S= 3404G40413 

 ---- 

 M= 48HJD009---551         1 

 S= 11040G30617 

 F= 4-20X20X2 due to be changed 
 

TOTAL UNITS:           42 
 

Clogged 

Filter  
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NOTES: 

- Burger King, Chevron, Rite Aid, El Pollo Loco and Vons were excluded from the 

inspection.  

- All of the roofs appear to be clean, but a majority of the filters within the units need 

to be replaced.  

o Units are working too hard to pull air through the filters, which can become 

problematic in these hot summer days.  
  

  

 

N. Fair Oaks Ave. Pasadena, CA 
 

Unit make, model, serial and filter size information: 
 
Nordyne 

 M= GQ45D-060K         1 

 S= GQFO70301002 

 F= Filter old and collapsed within duct. 
 

Goodman- Small Package Unit 

 M= CE48-1FB         1 

 S= 911206707 

 F= No outside air filter visible. Inside tenant space? 
 

Carrier            

 M= Not visible.          1  

 S= 0486G---? 

 F= 1-20X25X1 Itôs in the duct. Says it was serviced 6/8/2010, but date was crossed  

                  out and date was clearly changed, to reflect a more recent maintenance date.  

       Original maintenance date says 2009. 

 ---- 

 M= 654AN036         1 

 S= 2690C89155 

 F= 1-19 5/8 X 24 5/8 X 7/8 Filter is old and dirty. 

 ----  

 M&S are illegible for other carrier unit.       1 
 

Day and Night 

 M&S are illegible.          1 

 F= 1-20X25X1 in duct. Serviced 6/8/2010. 

 ---- 

 M&S are illegible.          1 

 F= 1- 20X25X1 Itôs in the duct and very dirty. 

 ---- 
Clogged Filter 
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 M&S are illegible.         1 

 F= ?X30X1 Not the right size. 

 ---- 

 M&S are illegible.          1 

 F= ? 
 

York  

 M= B1HA048A25B         1 

 S= (S) NMLM129817 

 F= 2 Ezkleen metal filters 
 

Concord  

 M= RPG10B6OD100LA-8A        1 

 S= 1603C11441 

 F= 2- 15X30X1 Wrong size and old. Serviced 4/28/08. 
 

ARI Performance- Day & Night  

 M= N2A360AKB200         3 

 S= E083426093 

 F= Unknown  

- Three small package units together of same type 

 

TOTAL UNITS=           14? 
 

NOTES: 

- Unable to reach units for music studio. Space is small, so most likely a small 

package unit. +/- 15 UNITS TOTAL.  

 

 

Rinaldi St. Porter Ranch, CA 
 

Unit make, model, serial and filter size information: 
 

American Standard 

 M&S not visible         1 

 F= 24 X 17 1/2 X 1  in duct/ says cond. air 
 

Lennox 

 M&S not visible          1 

 F= No filter in void/maybe inside structure 
 

Trane 

 M= 4WCC3060A4000AA        1 

 S= 8475SJT9H 

Needs to be replaced 
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 F= says there is an internal filter but couldnôt find it 
 

International Contact Systems 

 M= PHF060 K000E         1 

 S= 6041641049 

 F= 1-20X25X1 a couple of filters in there, probably wrong size 
 

Rheem--Beauty Supply #10 B4 

 M&S not visible         4 

 F= donôt see filter/in building? 

   Art Gallery #12 

 M&S not visible 

 M&S not visible B14 

 M&S not visible B16 
 

YorkðDance #13 

 M= BIHA036A46B         1 

 S= (s)NOH7185705 

 F= 2-20X30X1 filter needs to be bigger 
 

BDP 

 M= 655AEX060000AABG        2 

 S= 119G10569 

 S= 2996G40445 

 F= 16X20X1 but too small 
 

Trane 

 M= YCD180B4LODD        1 

 S= K351005090 

 F= 6-20X25X2 rotted and 1 is missing 

       1-Bx 71? 
 

Carrier  

 M= 50HJQ005         2 

 S= 3301G23611 

 F= 2-25X16X2 

 S= 3101621725 

---- 

 M= 50HJQ005         1 

 S= 1201G24649 

 F= 2-25X16X2 
 

Payne 

 M= 5000060X641         2 

 S= ? 

 F= 2-16X20X1  old and in duct 

Damaged, and not filtering 

debris as a result. 

Clogged- Limited 

airflow  
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 S= ? 
 

Carrier  

 M= 48DD024A         1 

 S= K992020  

 F= 12-16X25X2  
 

Payne 

 M= 585JP036060         1 

 S= 1086002512 

 F= filter in duct, but missing 
 

Rheem 

 M= RRNA-C060CK10E        1 

 S= 2G7226ADAAF070705885 

 F= 1-25X25X1 old and damaged 
 

Carrier  

 M= 48TMD007---501        1 

 S= 0602G40213 

 F= 2-16X25X2 old and filled with dirt 
 

Ruud/Rheemð6A 

 M= RKMB -A090CM15E        1 

 S= 2F6538ADAAF510517319 

 F= 6-17 7/8 X 17 7/8 X 2 

American StandardðTrane 

 M= YCP036F3M0AB        1 

 S= Z5132C71H 

 F= 1-20X25X2       Serv. 5-4-10 
 

Carrier   

 M&S not visible         2 

 F= 2-25X20X1  

 ---- 

 M&S not visible 
 

Goodman 

 M= GPG13360701AB        1 

 S= 0708740311 

 F= 1-20X20X1 
 

Bryant  

 M= 583BNW024060NB        1 

S= 3003621249 

 F= 1-20X25X1 
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Carrier  

 M= 408SS-042060501        1 

 S= 3293G00452  

 F= missing in unit 
 

Amana Heating & Air Conditioning  

 M= PGD36C702Y         1 

 S= 0507793753 

 F= 1-20X24X1 in duct, cheap and dirty 
 

TOTAL UNITS=           29 
 

NOTES: 

- Majority of the filters need immediate care, as to prevent costly damage to internal 

components.  

- Large Trane system not online 

- Large Carrier  unit  not operational 

- 1 Day & Night unit  not in service 
 

 

L.A. Ave. Simi Valley, CA 
 

Unit make, model, serial and filter size information: 
 
York   

 M= B1HA060A25B         1 

 S= (S) NOD6157260 

 F= 2 metal filters are missing and grill is very dirty. 

 ------ 

 M= DM090N10A2AAA1A        1 

 S= NFJMO79921 

 F= 4-20X24X2 In good shape. 

 ------ 

 M= B3CH060A25A         1 

 S= NNAM172223  

 F= 2-20X25X2 Looks like the wrong size. About a 4ò gap. 

Carrier  

 M= 5OJS-060---501ð        1 

 S= 3404G12054 

 F= 1-20X25X1 Filter is collapsed and not in the correct rack. 
 

Bryant  

 M= 601ANX042000AAAG        1 
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 S= 1604G31237 

 F= Duct filter, but no filter in it and is labeled as such. Also, not in unit itself. 
 

International Comfort Systems  

 M= PHN336000K00A1        1 

 S= G073831278 

 F= 1-20X25X1 Filter is collapsed and thus nonfunctional. 
 

TOTAL UNITS=           6 
 

NOTES: 

- Chase, Vons and Rite Aid are excluded. 

- York and Carrier systems on west end appear to be nonoperational, donôt have 
M&S, but do have filters. 

 

  

 

 

 

  

  

  

 

 

 

 

   

 

Tapo Street. Simi Valley, CA  
 

Unit make, model, serial and filter size information: 
 

Carrier  

 M= 48HJE008---57098        1 

 S= 2506G20887 

 F= 4-16X20X2 

 ---- 

 M= 48HGD020JA---511AE        1 

 S= 2506G10087  

 F= 9-16X25X2  

 ---- 

 M= 48HJD014---57207        1 

 S= 3206G40984 

 F= 4-20X20X2 

No filter - coil is filthy as a result.  Installed improperl y- no air 

filtration  
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 ---- 

 M= 48HGD024JA---511AE        1 

 S= 3506G20079 

 F= 9-16X25X2  

 ---- 

 M= 48HJL006---57183        2 

 S= 2906G40748 

 F= 2-16X25X2 

 S= 2906G40747 

 F= 2-16X25X2          
 

Rheem 

 M= RRKA -A042JK08X        1 

 S= 1R5540ADAAF380305756 

 F= 3 filters of different sizes shoved in and dirty 

 F= 16X20X2 

       16X20X1 in duct 
 

Carrier  

 M&S not visible         1 

F= 2-16X25X2 
 

American Standard 

 M= 2YCC3048A1075AA        2 

 S= 6242JLM9H 

 F= 2-20X20X2 

 S= 6223ME69H 
 

Goodman    

 M= PGB048075-1A         10 

 S= 0306631987 

 F= 18X25X1 filters too small. Serviced 5/10/07. 

 S= 0306631988 

 S= 0306631985  

 F= 18X25X1 filters too small  

 S= 0306631972 

 F= 18X25X1 filters too small 

 S= 0306619023 

 F= 18X25X1 filters too small 

 S= 0306619045 

 F= 18X25X1 filters too small        
 

BDP Company 

 M= 588ANW036080ACAF        1 

 S= 219G10842 

 F= 1-20X20X1 










